
2nd floor

Rack RT RM RMI->RM record RMI Name RMI Detector IOC (Location) Comments Current
chan addr addr Status

L2TSE 0 1 CTL_RM_L2TSE.BIN02 CTL_RMI_L2TSE n/a L2 test d0olctl05 (MCH-2) Borkland
L2TSW 0 2 CTL_RM_L2TSW.BIN02 CTL_RMI_L2TSW n/a L2 test d0olctl05 (MCH-2) Borkland

DAB RMI

Last revision: March 3, 2009   (VS)



Rack RT RM RMI->RM record RMI Name RMI Detector IOC (Location) Comments Current
chan addr addr Status

south

M300 4 0 CTL_RM_M300.BIN03 CTL_RMI_M300 0xAA CTL/SMT/CFT d0olctl131 (MCH-3/300) only smoke,SMT(HB Trigger)
M301 4 1 CTL_RM_M300.BIN03 CTL_RMI_M300 0x01 CTL d0olctl131 (MCH-3/300)
M302 4 2 CTL_RM_M302.BIN03 CTL_RMI_M302 0x02 CTL d0olctl131 (MCH-3/300) no air
M303 4 3 CTL_RM_M303.BIN03 CTL_RMI_M303 0x03 RADMON d0olctl131 (MCH-3/300) only smoke
M304 no RM or RMI empty rack
M305 no RMI CTL
M306 6 3 CAL_RM_M307C.BIN03 CTL_RMI_M306 0x03 CAL d0olctl132 (MCH-3/300)
M307 6 7 CAL_RM_M307B.BIN03 CTL_RMI_M307 0x07 CAL d0olctl132 (MCH-3/300) no air
M308 6 5 CAL_RM_M307A.BIN26 CTL_RMI_M308 0x05 CAL d0olctl132 (MCH-3/300)
M309 no RMI CAL
M310 6 2 CAL_RM_M311C.BIN03 CTL_RMI_M310 0x02 CAL d0olctl132 (MCH-3/300)
M311 6 4 CAL_RM_M311A.BIN26 CTL_RMI_M311 0x04 CAL d0olctl132 (MCH-3/300) no air
M312 6 20 CAL_RM_M311B.BIN03 CTL_RMI_M312 0x14 CAL d0olctl132 (MCH-3/300)
M313 10 not finished 0x0D L1MU only smoke, wflow

north

M314 5 14 CTL_RM_M314.BIN03 CTL_RMI_M314 0x0E MU d0olctl131 (MCH-3/300)
M315 5 15 CTL_RM_M315.BIN03 CTL_RMI_M315 0x0F MU d0olctl131 (MCH-3/300) no air
M316 5 16 CTL_RM_M316.BIN03 CTL_RMI_M316 0x10 MU d0olctl131 (MCH-3/300)
M317 5 17 CTL_RM_M317.BIN03 CTL_RMI_M317 0x11 MU d0olctl131 (MCH-3/300)
M318 5 18 CTL_RM_M318.BIN03 CTL_RMI_M318 0x12 MU d0olctl131 (MCH-3/300)
M319 5 19 CTL_RM_M319.BIN03 CTL_RMI_M319 0x13 MU d0olctl131 (MCH-3/300)
M320 5 20 CTL_RM_M320.BIN03 CTL_RMI_M320 0x14 MU d0olctl131 (MCH-3/300)
M321 5 21 CTL_RM_M321.BIN03 CTL_RMI_M321 0x15 MU d0olctl131 (MCH-3/300)
M322 5 22 CTL_RM_M322.BIN03 CTL_RMI_M322 0x16 MU/CTT d0olctl131 (MCH-3/300)
M323 5 23 CTL_RM_M323.BIN03 CTL_RMI_M323 0x17 MU/CTT d0olctl131 (MCH-3/300) no air
M324 5 24 CTL_RM_M324.BIN02 CTL_RMI_M324 n/a MU/CTT d0olctl131 (MCH-3/300) Borkland

MCH RMI:  3rd Floor



Rack RT RM RMI->RM record RMI Name RMI Detector IOC (Location) Comments Current
chan addr addr Status

south

M200 2 0 CTL_RM_M200.BIN02 CTL_RMI_M200 n/a L2CTT d0olctl131 (MCH-3/300) Borkland
M201 no RMI rack empty
M202 2 2 CTL_RM_M202.BIN02 CTL_RMI_M202 n/a d0olctl131 (MCH-3/300) Borkland rack off
M203 2 3 CTL_RM_M203.BIN02 CTL_RMI_M203 n/a L2STT d0olctl131 (MCH-3/300) Borkland
M204 2 4 CTL_RM_M204.BIN02 CTL_RMI_M204 n/a L2STT d0olctl131 (MCH-3/300) Borkland no hooks yet
M205 2 5 CTL_RM_M205.BIN02 CTL_RMI_M205 n/a CTL/SMT d0olctl131 (MCH-3/300) Borkland,SMT(x60,61)
M206 2 6 CTL_RM_M206.BIN02 CTL_RMI_M206 n/a CTL/SMT d0olctl131 (MCH-3/300) Borkland,SMT(x62,63)
M207 2 7 CTL_RM_M207.BIN02 CTL_RMI_M207 n/a SMT d0olctl131 (MCH-3/300) Borkland,SMT(x64,65)
M208 2 8 CTL_RM_M208.BIN02 CTL_RMI_M208 n/a SMT d0olctl131 (MCH-3/300) Borkland,SMT(x66,67)
M209 2 9 CTL_RM_M209.BIN03 CTL_RMI_M209 0x09 SMT d0olctl131 (MCH-3/300) SMT(Wiener PS)
M210 2 10 CTL_RM_M210.BIN03 CTL_RMI_M210 0x0A SMT d0olctl131 (MCH-3/300) SMT(x68,69)
M211 2 11 CTL_RM_M211.BIN02 CTL_RMI_M211 n/a SMT d0olctl131 (MCH-3/300) Borkland,SMT(x6A,6B)
M212 2 12 CTL_RM_M212.BIN02 CTL_RMI_M212 n/a CFT d0olctl131 (MCH-3/300) Borkland,CFT(VRB crates)
M213 2 13 CTL_RM_M213.BIN02 CTL_RMI_M213 n/a CFT d0olctl131 (MCH-3/300) Borkland,CFT(VRB crates)

north

M214 not connected 0xE MUO
M215 3 15 CTL_RM_M215.BIN02 CTL_RMI_M215 0x0F MUO d0olctl131 (MCH-3/300) no air
M216 3 15 CTL_RM_M215.BIN03 CTL_RMI_M216 0x10 MUO d0olctl131 (MCH-3/300) only smoke
M217 3 17 CTL_RM_M217.BIN02 CTL_RMI_M217 0x11 MUO d0olctl131 (MCH-3/300) no air
M218 3 17 CTL_RM_M217.BIN03 CTL_RMI_M218 0x12 MUO d0olctl131 (MCH-3/300) no air
M219 3 19 CTL_RM_M219.BIN02 CTL_RMI_M219 0x13 MUO/SMT d0olctl131 (MCH-3/300) only smoke,SMT(HV breaker)
M220 3 19 CTL_RM_M219.BIN03 CTL_RMI_M220 0x14 MUO/SMT d0olctl131 (MCH-3/300) no air,SMT(HV crates 1,2,3,4)
M221 3 21 CTL_RM_M221.BIN02 CTL_RMI_M221 0x15 MUO/SMT d0olctl131 (MCH-3/300) no air,SMT(HV crates 5,6,7,8)
M222 3 21 CTL_RM_M221.BIN03 CTL_RMI_M222 0x16 SMT d0olctl131 (MCH-3/300) HV crates 9,A,B,C
M223 RM not plugged 0x17 SMT d0olctl131 (MCH-3/300) HV fanout box
M224 RM not plugged 0x18 CTL d0olctl131 (MCH-3/300) only smoke

MCH RMI:  2nd Floor



Rack RT RM RMI->RM record RMI Name RMI Detector IOC (Location) Comments Current
chan addr addr Status

south

M100 1 0 CTL_RM_M100.BIN03 CTL_RMI_M100 0xAA Clock/TCC d0olctl131 (MCH-3/300)
M104 1 5 CTL_RM_M105.BIN02 CTL_RMI_M104 0x04 L1CAL d0olctl131 (MCH-3/300)
M106 1 5 CTL_RM_M105.BIN03 CTL_RMI_M106 0x06 L1CAL d0olctl131 (MCH-3/300)
M107 1 6 CTL_RM_M106.BIN02 CTL_RMI_M107 0x07 L1CAL d0olctl131 (MCH-3/300)
M108 1 6 CTL_RM_M106.BIN03 CTL_RMI_M108 0x08 L1CAL d0olctl131 (MCH-3/300)
M109 1 10 CTL_RM_M110.BIN02 CTL_RMI_M109 0x09 L1CAL d0olctl131 (MCH-3/300)
M111 1 10 CTL_RM_M110.BIN03 CTL_RMI_M111 0x0B L1CAL d0olctl131 (MCH-3/300)

north

M114 1 14 CTL_RM_M114.BIN03 CTL_RMI_M114 0x0E L0 d0olctl131 (MCH-3/300) no air
M115 1 15 CTL_RM_M115.BIN03 CTL_RMI_M115 0x0F L0 d0olctl131 (MCH-3/300)
M116 1 16 CTL_RM_M116.BIN03 CTL_RMI_M116 0x10 ICD d0olctl131 (MCH-3/300) no air
M117 1 17 CTL_RM_M117.BIN03 CTL_RMI_M117 0x11 CAL/ICD d0olctl131 (MCH-3/300) no air,wleak,wflow
M118 1 18 CTL_RM_M118.BIN03 CTL_RMI_M118 0x12 CAL d0olctl131 (MCH-3/300) no air
M119 1 19 CTL_RM_M119.BIN03 CTL_RMI_M119 0x13 L1CTK d0olctl131 (MCH-3/300) no air, water
M120 1 20 CTL_RM_M120.BIN03 CTL_RMI_M120 0x14 L1CTK d0olctl131 (MCH-3/300) only smoke
M121 1 21 CTL_RM_M121.BIN02 CTL_RMI_M121 n/a L2 d0olctl131 (MCH-3/300) Borkland

MCH RMI:  1st Floor
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